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EXECUTIVEUMMARY

Safetyis the number one priority at Woodard and Curran. We continue to provide monthly training
employees at the plarbvide weekly safety updates and safety videos are assigned to all employees
There were no lost time accidents nmottie oFebruary Joanna Wallace continues to monitor the
progress of the Safety Audit from Portland AdpmogimateBp percent of the items identified in the

safety audit performed in May 2015 have been completed.

The finished water qualitywithen regulatory limits and all reporting and sampling requirements were me
forFebruary

We continue to experience a slight exceedance of the maximum allowable Chlorine residual allowed b
NPDES discharge permit.

The plant produc@B milliorgallons dinishedvater for the montlrebruary

For the monthleébruar05, there wer23inspection28preventative atdorrective maintenance
activities completedhere weravbalarms that required personnel at the plant afterproativgg o
hours. There wénecustomer inquiries for the month.

AfterlOmonth, financial sumnesindicateosts are3,888unde budget for the year to date.

Woodard and Curran is working with Meco Engineering to update and prioritmprtheiGapital |

Plan. The CIP is a planning document that includes all projects anticipated to exceed $5,000 in cost
the next five yearshe CIP is an ongoing process and will be refined from time to time as projects ar
completed and new issues amgfidd.Engineering has been completed on the project to reduce chlorine
from the lagoon discharge and submitted to the lllinois EPA for approval. Once approved, a constrt
permit will be issued.

South Sangamon Water Commission ES-1 Woodard & Curran
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1. SAFETY

1.1 SAFETY TRAINING
Woodard and Curran ctinues to provide safety training for personnel at the plant.

In addition, weekly safety updates are emailed to the plant and safety videos are assigned to all employees
and are required to be completed.

1.2 LOST TIME ACCIDENTS

There were no lost time accidsrih the month oFebruary2016.

1.3 SAFETY AUDIT

The next conference categarding the Safety Audis scheduled for early March 2016To date,
approximateh80 percent of the items identified have been addressed.

1.4 MISCELLABDUSSAFETY

There are no miscellaous safety issues fBebruary2016

South Sangamon Water Commission 1-1 Woodard & Curran
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2. COMPLIANCE, FLOWSPANDADINGS
2.1 COMPLIANCE

The finished water quality was withregulatory limits and all reporting and sampling requirements were
met forFebruary.

We continue to experieneeslight exceedance tife maximum allowabl€hlorineresidualallowed by the
NPDES discharge permit.

As part of the agreement between the South Sangamon Water Canrarss the Springfield Metropolitan
Sanitary District, &emiAnnualReportregarding the discharged matégito the sanitary district must be
filed with the agency The report has been completed and forwarded to the Sanitary District.

Woodard and Curran began pilot testing for the use of Sodium Permanganate on February 17, 2016.
Initial testing results arerpmising and manganese levels have dropped significantly on the finished water
leaving the plant.

On February 22, 2016, the lllinois Environmental Protection Agency sent a letter to the South Sangamon
Water Commission directing them to conduct a CompdSdeection Program (CCP). The CCP is
requested in light of ongoing consumer concerns expressed by residents within the Chatham community
water supply distribution system. The CCP will be performed by a-plairty contractor, Curry and
Associateson bénalf of the commission. A CCP consists of two elements, a Comprehensive Performance
Evaluation (®PE) and a Comprehensive Technical Assistance (CTA)

f The CPE is a thorough review and analysis of
performancebased capabilities and associated administrative, operation and maintenance
practices.

1 The CTA is the performance improvement phase that will be implemented if the CPE results
indicate improved performance potential.

The CPE is anticipated take 30 days to complete.

South Sangamon Water Commission 2-1 Woodard & Curran
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2.2 INFLUENT FLOWS ANDADINGS

The total water produced for the monthFafbruary2016 was32.3MG and the influent parameters were
all within the normal range. The influent flow and loadings are summarized below in Table 2.

Table 22 Influent Concentrations and Flow
Well
Day Flow
pH Temp FE Mn Fluoride  Hardness  Alkalinity  Gals (k)

1 7.49 145 0.71 0.203 0.21 360 276 1.121

2 7.57 14.7 0.71 0.208 0.26 346 282 1.055

3 7.50 13.9 0.68 0.199 0.22 360 282 1.068

4 7.59 13.9 0.72 0.202 0.25 360 286 1.057

5 7.69 13.4 0.73 0.214 0.21 364 280 1.118

6 7.66 13.4 0.70 0.203 0.22 364 280 1.145

7 7.60 13.8 0.74 0.200 0.26 366 280 1.158

8 7.55 134 0.73 0.210 0.20 360 280 1.183

9 7.76 125 0.74 0.194 0.13 362 282 1.078

10 7.62 12.7 0.82 0.210 0.18 360 280 1.106

11 7.68 12.6 0.72 0.189 0.16 248 292 0.737

12 7.76 13.6 0.80 0.192 0.22 246 296 1.444

13 7.57 13.6 0.71 0.203 0.22 360 276 0.946

14 7.73 12.3 0.76 0.194 0.24 364 284 1.190

15 7.77 13.0 0.09 0.200 0.18 362 282 0.853

16 7.59 13.4 0.79 0.231 0.22 360 280 1.486

17 7.64 13.4 0.68 0.194 0.20 360 280 1.115

18 7.68 13.6 0.67 0.350 0.19 360 280 1.102

19 7.49 13.9 0.71 0.410 0.25 360 284 1.088

20 7.51 13.8 0.71 0.408 0.12 360 280 1.193

21 7.49 13.6 0.68 0.407 0.21 364 280 1.217

22 7.70 12.8 0.91 0.422 0.14 358 282 1.161

23 7.54 13.4 0.81 0.396 0.23 360 278 1.065

24 7.54 13.4 0.79 0.405 0.16 360 280 1.093

25 7.48 13.0 0.71 0.385 0.20 356 280 1.025

26 7.42 13.2 0.71 0.479 0.21 362 284 1.113

27 7.53 13.3 0.87 0.414 0.16 360 282 1.063

28 7.57 13.7 0.58 0.350 0.38 368 288 1.171

29 7.72 14.1 0.62 0.354 0.22 360 282 1.200

30 - - - - - - - -

31 - - - - - - - -
Max. 7.77 14.7 0.91 0.479 0.38 368 296 1.486
Min. 7.42 12.3 0.09 0.189 0.12 246 276 0.737
Avg. 7.60 13.4 0.71 0.284 0.21 353 282 1.116
Total - - - - - - - 32.351

Note: Per IEPA, subsequent Raw Water Samples will be pulled from another location

South Sangamon Water Commission 2-2 Woodard & Curran
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2.3 EFFLUENTONCENTRATIONS

The facility produced26.3 MG during the month with a daily average 6f907 MG and a
min/maxof 0.6/1.23MG.

Table B Finished Water Quality

Free Total
Cl2 Cl2 pH Temp Iron Manganese | Fluoride Hardness Alkalinity Phosphate

15| 16| 8.06 | 13.20| 0.01 0.037 0.76 120 264 0.87
15| 15| 8.05 | 13.00| 0.01 0.052 0.84 124 260 0.77
15| 16| 8.02 | 12.70| 0.01 0.038 0.82 124 264 0.68
14| 15| 8.04 | 1280| 0.01 0.035 0.67 120 268 0.49
15| 16| 8.03 | 1260 | 0.01 0.039 0.70 122 264 0.72
14| 15| 8.03 | 13.10| 0.01 0.038 0.62 120 276 0.82
14| 15| 8.03 | 12.80| 0.01 0.037 0.77 118 270 0.76
14| 15| 8.04 | 1240| 0.01 0.037 0.79 120 262 0.72
11 14 791 | 1250| 0.01 0.031 0.70 118 284 0.75
14| 15| 8.03 | 11.60| 0.01 0.044 | 0.75 120 262 0.75
14| 15| 7.86 | 11.80| 0.01 0.019 0.61 118 264 0.69
14| 1.4] 812 | 13.00| 0.02 0.028 0.73 120 162 0.89
12| 13| 804 | 120 | 0.01 0.024 | 0.89 120 264 0.91
13| 13| 7.65 | 1240| 0.01 0.016 0.20 122 268 0.75
1.3] 13| 7.80 | 13.00| 0.00 0.016 0.67 120 266 0.87
14| 14| 796 | 1250| 0.01 0.016 0.69 118 268 0.85
14| 1.4 794 | 1280| 0.01 0.011 0.38 124 266 0.85
10| 1.1] 8.08 | 1290| 0.01 0.025 0.32 120 276 0.80
1.0/ 10| 7.81 | 13.50| 0.01 0.015 0.60 120 264 0.75
1.3] 14| 7.81 | 13.20| 0.00 0.014 | 0.69 120 266 0.81
14| 14| 783 | 13.10| 0.01 0.019 0.74 120 260 0.80
11] 1.1] 798 | 13.70| 0.01 0.012 0.17 122 264 0.86
14| 15| 783 | 1280| 0.01 0.015 0.79 118 264 0.76
12| 13| 799 | 12.70| 0.01 0.009 0.53 120 268 0.51
12| 13| 7.89 | 1250 | 0.01 0.014 | 0.69 118 264 0.67
12| 13| 793 | 12.70| 0.01 0.050 | 0.69 118 260 0.75
10| 10| 7.82 | 13.40| 0.02 0.019 0.99 118 266 0.80
12| 13| 7.96 | 1440| 0.00 0.000 | 0.79 116 272 0.81
1.3] 13| 8.01 | 1440 | 0.01 0.015 0.58 120 260 0.66
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Max | 15| 1.6| 8.12 | 1440 | 0.02 0.052 0.99 124 284 0.91
Min| 1.0] 1.0 7.65 | 11.60| 0.00 0.000 | 0.17 116 162 0.49
Avg | 13| 14| 7.95 | 12.88| 0.01 0.025 0.66 120 263 0.76
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2.4 LAGOON DISCHARGE CENTRATIONS
The results for the NPDES lagoon discleapgrmit are summarized below.
Table 24 Weekly Grab Sample Analysis Results
Lagoon Effluent Results
Mn Chloride ClI? TSS
Date FemMal) | mgny | many | mgny |PHSUIL mgn
02/01/2016 1.790 0.549 334 0.478 7.80 0.0
02/08/2016 1.570 0.532 339 0.459 7.73 0.0
02/16/2016 2.070 0.778 287 0.588 7.90 8.0
02/22/2016 0.930 1.020 265 0.868 7.80 4.5
02/29/2016 0.424 0.516 299 0.465 8.00 0.0
Minimum 0.424 0.516 265 0.459 7.73 0.0
Maximum 2.070 1.020 339 0.868 8.00 8.0
Average 1.356 0.679 304 0.571 7.85 3.1
Monthly Avg Limit 2.0 1.0 - - - 15
Daily Limit 4.0 2.0 500 0.05 6.0-9.0 30

The Chloride sample for the monthkedbruary 2016, performed by the Springfield Metropolitan Sanitary
District is unknown (no report was forwarded by SMSDhe limit for chloride discharge to the sanitary
district is 30,000 mg/L.

South Sangamon Water Commission 2-4 Woodard & Curran
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3. OPERATIONS
3.1 EVENTS IMPACTING RREHONS
Ray Gugere was orsite to do wok on theplantSCADA systenduring the first week of February

Dan Held received a call on February 29, 2016 from a local land owner who saw pictures posted on social
mediaGroup of people 4vheeling in the well field.

3.2 EMERGENCY & SERVIRELS
Service Calls:

9 lllinois Electric Works was osite February 11, 201%® complete worlon High Service Pump #3.
We have been trying to determine the reason for the air in the finished water leaving the plant.
Because of the air, we wanted to visually inspew of the pumps to see if cavitation was
occurring. The wear rings on High Service Pump #3 were worn out and needed replaced.

South Sangamon Water Commission 3-1 Woodard & Curran
February 2016 Monthly Operation Report March 15, 2016
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1 Brotcke Well and Pump was eite on February 9, 2016 complete repairs to Well #2 and to do
pump tests on all 10 wells.

1 Henson Robinson, Mechanical Contractors, weresitth on February 11, 2016 to make
improvements to the Master Meter Pduring the heavy rains received in late 2015, water poured
in the top of the meter pit and submerged both the meter and thecelegtrilet that provides
electricity to the sump pump.

South Sangamon Water Commission 3-2 Woodard & Curran
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1 While onsite to make repairs to the Master Meter Rig Air Release Valve locatedtljacent to
the Rochester Police Station was repaired. The air release valve was dlépagemower last
summeffall.

3.2.1 Emergency Cabluts

There were no emergency eallts for the month of February 2016.

3.3 CUSTOMERIQUIRIES

We receive® (two) customer inquiries during the monthkeébruary2016.

1 Ms. Angela Cox sent an email to the plant regarding theitgqual her water at her Chatham
residence. The email was forwarded to Dustin Patterson.

1 Mr. Neal Young sent an email regarding a broken link on the SSWC website. The link has been
repaired.

South Sangamon Water Commission 3-3 Woodard & Curran
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4. MAINTENANCE AND REEPA

4.1 PREVENTATIVE AND BRHIVE MAINTENANCE

For the month oFebruary2016, there wer@3 inspections28 preventative and corrective maintenance
activities completed.

Hachds Field Serwas ansite FRlruary 5% &6 tb préventive maintenance and
corrective repairs on the CL 1fhe DR 2800 andrinished Water Uirbidimeter.

4.2 CORRECTIVE REPAIRS

On February 7, 2016, the foot valve on the sodium bisulfite pump stuck open which caused the pump to
lose its prime. The foot valve was replaced by Keith Sommers when the issue was @iscohere was
no interruption in service.

On February 19, 2016, Bank #3 had a High Outlet Pressure alarm. The alarm required the replacement of
the Rotameter and Air Regulator. The bank was off line for approximately 1 hour. There was no disruption
in service.

On February 22, 2016, Bank #2 had a High Pressure alarm. The alarm required the replacement of the
Rotameter and Air Regulator. Keith Sommers made repairs to the bank and it viag &6f
approximately 1 hour. There was no disruptioneirvie.

South Sangamon Water Commission 4-4 Woodard & Curran
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